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Email: permitcounter@auroragov.org

All submittals require the following information, where applicable to the project, prior to 
acceptance for review:

GENERAL REQUIREMENTS:
•	 Fixture schedule
•	 Male/Female fixture count calculation 
•	 Accessibility compliance details

WATER DISTRIBUTION:
•	 Location of water heater/boiler
•	 Pipe size and material
•	 Location of connections to existing pipe
•	 Trap primer detail
•	 Location of backflow preventers
•	 Location of fixtures
•	 Water distribution floor plan
•	 Location of hammer arrestors

DRAIN WASTE AND VENT:
•	 Drain waste and vent floor plan
•	 Waste and vent isometric
•	 Pipe size, trap size and pipe material
•	 Location of Cleanouts
•	 Location of existing pipe connection

ROOF DRAINS:
•	 Roof layout
•	 Location of roof drains
•	 Location of overflow drains
•	 Roof drain and overflow drain details
•	 Drain size calculation

ENERGY CONSERVATION:
•	 Water heater efficiency
•	 Pipe insulation
•	 Heat traps
•	 Water temperature limit

GREASE/SAND INTERCEPTOR:
•	 Location and size of interceptor
•	 Interceptor detail with venting
•	 Connection to sanitary

Commerical Plumbing (Revised 3/2018)
Form #A225


