**Civil Plans**

- **Gated Entry for Fire Department Access utilizing a 4’ Manway Gate:**
  1. Signs shall be permanently labeled in a similar manner identified with IFC Figure D103.6 and be.
  2. Signs shall have a minimum dimension of 12 inches (305 mm) wide by 18 inches (457 mm) high and have red letters on a white reflective background with a thickness of 0.80.
  3. Signs shall be located at all entry points and on both sides of said entrance(s) in order to be seen by responding fire crews from either side of the 4’ Manway Gate.
  4. The clearance to the bottom of the sign shall be between 5’ and 7 feet from grade.
  5. There shall be not other signs attached to the sign or the sign post.