Framework Development Plan Notes

(Cover Sheet) The numbering shown within this checklist is not representative of where the notes are placed on the site plan, but are to indicate which note(s) are required to be shown on the site plan. Please follow the Planning Departments direction in sequencing of notes on the cover sheet of the site plan.

- Framework and General Development Plan Note #4:
  WHELEN WARNING SYSTEM REQUIREMENTS: THE FEMA REQUIREMENT FOR OUTDOOR EMERGENCY WARNING SYSTEMS IS A 60-70 FOOT MONOPOLE TOWER USING AN ALERT SIREN. THE CITY OF AURORA USES THE WHELEN SIREN SYSTEM. THE LAND REQUIREMENT FOR THE TOWER IS A 10’ X 10’ EASEMENT. EACH SIREN COVERS APPROXIMATELY 3,000 RADIAL FEET AT 70 DB AND IS TYPICALLY SPACED ONE SIREN PER SQUARE MILE. IN NEWLY ANNEXED/DEVELOPING AREAS OF THE CITY, SIRENS SHOULD BE SITED ON EVERY ½ SECTION OF GROUND (320 ACRES) OR 6000 FEET APART TO PROVIDE EDGE TO EDGE COVERAGE. THE EXACT PLACEMENT OF SIRENS WILL BE DETERMINED BY THE CITY OF AURORA’S OFFICE OF EMERGENCY MANAGEMENT TO INSURE THAT COORDINATED COVERAGE IS PROVIDED ON A SYSTEM-WIDE BASIS. FOR SPECIFIC QUESTIONS, THE OFFICE OF EMERGENCY MANAGEMENT CAN BE REACHED AT 303-739-7636 (PHONE), 303-326-8986 (FAX), OR (EMAIL) AFD_OEM@AURORAGOV.ORG.